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NOTICE: 

 
The ARB Approved Installation, Operation and Maintenanc e Manual for the EMCO Wheaton 
Retail Phase I EVR System  describes the tools and methods required to install and maintain the 
EMCO Phase I EVR System.  Unless specified otherwise, only technicians that are trained and 
certified by EMCO (i.e. EMCO Certified Technicians) are able to perform installation, maintenance or 
repairs of components manufactured by EMCO or the warranty will be void.  A list of EMCO certified 
technicians can be viewed on EMCO Wheaton Retail’s website at www.emcoretail.com. 
 
To schedule a training class, EMCO can be contacted at the following: 
 

Jose E. Rodriguez 
Manager of Technical Services & Support 
EMCO Wheaton Retail 
Phone: 619-421-1743 
Email: JERodriguezSD@aol.com 

 
It is the responsibility of each EMCO Certified Technician to be familiar with the current requirements 
of state, federal and local codes for installation and repair of gasoline dispensing equipment.  It is 
also the responsibility of the EMCO Certified Technician to be aware of all necessary safety 
precautions and site safety requirements to assure a safe and trouble free installation. 
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Summary of Guidelines for Maintenance Activities Re quired of the  
EMCO Wheaton Retail Phase I Vapor Recovery System 1 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

                                                           
1
    These maintenance requirements shall not circumvent  use of the manufacturer’s maintenance instructions .  

Maintenance contractors or owner/operators shall re fer to the manufacturers complete installation and 
maintenance instructions found here for the EMCO Wh eaton Retail System to ensure that all maintenance and 
torque requirements are met.  
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Summary of Guidelines for Maintenance (continued) 
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Summary of Component Torque Values of the 
EMCO Wheaton Retail Phase I Vapor Recovery System 
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Figure A-1 
 

Typical Product Side Installation of a Multi-port C onfiguration  
Of the EMCO Wheaton Retail System 

 

Note: 
The discharge opening of 
the fill-pipe must be entirely 
submerged when the liquid 
level is six inches above 
the bottom of the tank. 
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Figure A-2 
 

Typical Vapor Side Installation of a Multi-port Con figuration  
Of the EMCO Wheaton Retail System 
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Figure A-3 
 

Typical Product Side Installation of a Direct Buria l Configuration  
Of the EMCO Wheaton Retail System  

 

Note: 
The discharge opening of 
the fill-pipe must be entirely 
submerged when the liquid 
level is six inches above 
the bottom of the tank. 
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Figure A-4 
 

Typical Vapor Side Installation of a Direct Burial Configuration  
Of the EMCO Wheaton Retail System 
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Figure A-5 

 
Typical Automatic Tank Gauge Probe Riser Installati on 

Of the EMCO Wheaton Retail System  
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Figure B-1 

 
Installation Instructions for Multi-port Containmen t Assembly  
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Figure B-1 (continued)  
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Figure B-1 (continued)  
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Figure B-1 (continued)  
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Figure B-2 
 

Installation Instructions for Direct Burial Contain ment Assembly  
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Figure B-2 (continued) 
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Figure B-2 (continued) 
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Figure B-2 (continued) 
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Figure C-1 
 

Installation Instructions for Drain Valve 
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Figure C-1 (continued) 
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Figure D-1 
 

Installation Instructions for Overfill Prevention D evice 
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Figure D-1 (continued) 
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Figure D-1 (continued) 
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Figure D-1 (continued) 
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Figure D-1 (continued) 
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Figure D-1 (continued) 
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Figure D-1 (continued) 
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Figure D-1 (continued) 
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Figure E-1 
 

Installation Instructions for Riser Seal  
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Figure E-1 (continued) 
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Figure F-1 
 

Installation Instructions for Product Adaptor 
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Figure F-1 (continued) 
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Figure F-2 
 

Installation Instructions for Vapor Adaptor 
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Figure F-2 (continued) 
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Figure G-1 
 

Installation Instructions for  Product Dust Cap  
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Figure G-2 
 

Installation Instructions for  Vapor Dust Cap 
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Figure H-1 
 

Installation Instructions for Tank Gauge Port Adapt or 
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Figure H-1 (continued) 
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Figure H-2 
 

Installation Instructions for Tank Gauge Port Cap 
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Figure I-1 
 

Installation Instructions for Extractor Assembly 
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Figure I-1 (continued) 
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Figure J-1 
 

Husky 5885 Pressure/Vacuum Vent Valve 
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Figure K-1 
 

Installation Instructions for Adaptor O-Ring Kit  
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Figure K-1 (continued) 
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Figure K-1 (continued) 
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Figure K-1 (continued) 
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Figure K-2 
 

Installation Instructions for Adaptor Gasket Kit   
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Figure L-1 
 

EMCO Wheaton Retail Installation and Maintenance To ols 
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Figure M-1 
 

EMCO Wheaton Retail Warranty Card 
 
 
 

 
 
 
 


